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LIGHTING STATISTICS

Description       Symbol Avg Max Min Max/Min Avg/Min

PARKING LOTS / DRIVES 1.8 fc 6.5 fc 0.4 fc 16.3:1 4.5:1

LIGHTING SCHEDULE

Symbol Label Qty File MountingCatalog Number Description Lamp

A 3
ARE-EDG-

4MB-__-12-E-
UL-525-40K

.IES

ARE-EDG-4MB-DA-
12-E-UL-525-40K

CREE EDGE AREA
TYPE IV, MEDIUM

120 LEDs, 525mA, 4000K

ONE HUNDRED TWENTY

Manufacturer

CREE
20'-0" POLE ON 

2'-0" CONC. BASE

DIRECT ARM MOUNT LONG

(BXAL1J12E-UC7)
WHITE LED's
VERTICAL
BASE UP POSITION

W/ FULL BLS

C 1
XSPWAx3FG-

U_RESTL-2014
-0019.IES

XSPWAx3FG-U CREE XPSW SERIES
WALL PACK LUMINAIRE,

G INPUT POWER

4 TYPE MDA LED'sCREE WALL MOUNTED

TYPE III MEDIUM, 4000K

DESIGNATOR

ABOVE GARAGE ENTRY

ISOLUX CONTOUR = 0.25 FC

ISOLUX CONTOUR = 0.5 FC

ISOLUX CONTOUR = 1.0 FC

LIGHT FIXTURE

EXAMPLE LIGHT FIXTURE DISTRIBUTION

B 2
ARE-EDG-

4MB-__-12-E-
UL-525-40K

.IES

ARE-EDG-4MB-DA-
12-E-UL-525-40K

CREE EDGE AREA
TYPE IV, MEDIUM

120 LEDs, 525mA, 4000K

ONE HUNDRED TWENTYCREE
20'-0" POLE ON 

2'-0" CONC. BASE

DIRECT ARM MOUNT

(BXAL1J12E-UC7)
WHITE LED's
VERTICAL
BASE UP POSITION

W/ FULL BLS
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